
Gas Operational Forum 

Clermont Hotel & MS Teams

25 January 2024

Will start at 10:02am

National Gas Transmission |



Introduction & Agenda
Nicola Lond
Operational Liaison & Business Delivery Manager
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Housekeeping for Forum
ÅFor Microsoft Teams participants;

Å Attendees will be automatically muted on dial- in and cameras 
will be unavailable.

Å We have included some time to answer questions 
following the presentations.

Å You can ask questions via Teams ĒQ&A

Laptop Mobile
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Agenda for Today ĒFuture Focus
Welcome and Introduction Nicola Lond ĒOperational Liaison & Business Delivery Manager 10:02

Operational Updates Ffion Davies-Cale - Head of Operational Delivery 10:05

Project Union Derek Radburn ĒSenior Hydrogen Development Engineer 10:25

Future Grid Lloyd Mitchell ĒHyNTSDeblending manager 10:45

Blending Commercial Framework Megan Bray ĒSenior Market Development Lead 11:05

RIIO-GT3 Incentives Jonathan Dutton ĒT3 Team Lead 11:30

RIIO-GT3 Engagement Strategy James Ganendra ĒSenior Customer Manager & Jenna Chowdhury & Charlotte Ward - C&S Team 11:50

General Updates Nicola Lond ĒOperational Liaison & Business Delivery Manager 12:20

Close Nicola Lond ĒOperational Liaison & Business Delivery Manager 12:30

Please ask any questions using Teams

Questions will be covered at the end of each agenda section.



Operational Updates
Ffion Davies- Cale
Head of Operational Delivery
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NTS Demands

6

The weather over the past month has 

been quite varied, with significant 

flooding and mild weather over and 

post Christmas, followed by a cold 

period over the last 2 weeks.

Storage behaviour has been what is 

expected Ēwithdrawing during high 

demands and injecting when the 

weather is milder.

Gas for power has continued to vary 

a lot over the past month, 

highlighting the need for a quick 

response for when renewable 

ª­¢j²h±t¢  t® Ě± _·_t}_g}lø 
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Winter So Far - Demand

Highest demand day of 2023/24 winter so far: 387mcm/d
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Power Station NTS Demand (to 16th January)

8

Gas for power has continued to vary a lot 

over the past month, highlighting the 

need for a quick response for when 

­l l¸_g}l ª­¢j²h±t¢  t® Ě± _·_t}_g}lø 

There has been quite a significant amount 

of gas demand for Power so far in 

January, with ~1000mcm total gas usage 

for the first half of the month.
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UK and EU storage
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European Exports

10

European Exports are a proportion of what they were last 

year and have been quite mixed across the winter.

The amount of gas exported to Europe has varied with 

the level of NTS connected demand; for example, when 

weather has been colder and LDZ and Power Station 

demand higher, there has been less exports to Europe.

As we have seen the milder weather the past couple of 

days, exports have increased a bit.
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LNG Imports

11

LNG supplies have continued to act as a flexible supply throughout the winter, increasing during colder demands.

There has been no significant impact on LNG deliveries to the UK due to the issues in the Red Sea ĒLNG market is 

switching between East and West to avoid going through Red Sea and Suez Canal
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Interesting Days
Summary of the 1st Ē4th December
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Overview

Over the weekend of the 1st - 4th of December we saw one of the 
highest demand days this winter. This unfortunately coincided 
with a few compressors becoming unavailable on the network.

Today's focus
Å What happened
Å Issues that arose
Å National Gas response

13
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Timeline of Events ĒGas Day 2nd December

14

One of the highest 
demands so far this 

winter:

362mcm/d

Significant number of 
compressors online: 

Hatton, Peterborough, 
Huntingdon, 

Avonbridge, Aberdeen, 
Felindre, Wormington 

and Lockerley

High Storage 
withdrawal in North 

East region

Hatton Unit D 
compressor trips 07:40 
on Saturday morning

Operations called out 
to respond to the trip

08:15 Ēdecision to 
start other units but 
Unit C failed on start 

up. A and B tripped on 
start up

Pressures at 
Hornsea, 

Aldborough 
and Easington 

increase

REMIT issued 
@10:11 to 
industry

Pressures in 
the region 

reach 69bar

Flows reduced 
in the area

Lockerley 
brought online 

to support 
South West 
pressures. 
Less gas 

moving south 
following 

Hatton trip 

Hatton A and 
C unit 

returned to 
service 

Pressures 
reduced in the 

North East 
region

*data as of the 5 th of December
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Hatton Running

15
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Response From Ops

Private & Confidential 16

Solution to initial compressor trip was identified but not implemented at the time to ensure minimal 
disruption to customers

Additional units also made available but not required to run

Made available and brought online 2 units at Hatton within 3 hours

Ops team responded incredibly well Ē6 members of the team arrived at Hatton to work on returning 
the units



Project Union
Derek Radburn
Senior Hydrogen Development Engineer
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Why Hydrogen?

18

Hydrogen is a 

future clean energy 

source only 

releasing water 

vapour when it is 

burned

Hydrogen is a clean 

and abundant 

alternative to 

methane (known 

as natural gas)

Hydrogen is 

already used as a 

fuel for transport 

and is being trialled 

internationally

Green Hydrogen 

is produced using 

electrolysis to 

produce hydrogen 

from renewable 

electricity

Blue Hydrogen is 

produced from 

non- renewable 

sources using 

Steam Methane 

Reformation and 

Autothermal 

Reforming 

Challenge to 

economically 

produce hydrogen 

at scale, and 

adapt the existing 

infrastructure for 

hydrogen
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Project Union will connect, enable net zero and empower 
a UKhydrogen economy, repurposing existing 
±­_ ®~t®®t¢  ªtªl}t l® ±¢ h­l_±l _ sºj­¢rl  ęg_h|g¢ lĚ 
for the UK by the early 2030s.

ProjectUnion

Repurpose ~2,000km of the NTS through a phased 

_ªª­¢_hs t  }t l ¸t±s 4¢·l­ ~l ±Ě® h}²®±l­ 

prioritisation and green hydrogen development

Connect cross GB production, demand, strategic 

storage sites and interconnectors enabling growth of 

the UK and European hydrogen economy

Use existing infrastructure to deliver a low carbon 

future, reducing environmental impact of new 

construction

Enable early and affordable market growth of a low 

carbon hydrogen economy to achieve net zero
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ProjectUnion: the benefits

20

Project Union will contribute to Energy Security. 
Enabling transport of, and fair access to, indigenous supplies around the UK and opens up export opportunities by connecting to the European Hydrogen Backbone.

Decarbonisation of industry 

& power

Fair access to green and blue hydrogen 

enabling businesses to decarbonise. 

Access to transmission enables green 

hydrogen production to scale.

Levelling up and 

job creation

Potential for >100,000 jobs by 2050, and 

contribution of £13billion to GVA

Energy storage and 

resilience

System resilience to move and store 

sufficient volumes across the country

Global leader in green 

innovation

Attract global investors by getting best 

value from national infrastructure and 

enabling rapid scale up

Connectivity and 

efficiency

Connect production and storage with 

demand, enabling system efficiency 

through shared infrastructure

Flexibility and 

optionality

Flexibility in power generation, storage 

and consumption. Optionality in future 

hydrogen decisions whilst maintaining gas 

 l±¸¢­|®Ě jl}t·l­ºø

Market 

coupling

Connect isolated production sites enabling 

competition, reducing costs and improving 

security of supply

Consumer- centric

Innovative, cost-effective consumer 

focused energy solutions, e.g., the pilot 

hydrogen town brings scalability & 

phasing. 



National Gas Transmission |

ProjectUnion: Feasibility Phase key deliverables

21

Over a 12-month period commencing early 2023, the programme will deliver the following outputs: 

Outputs

Phasing Strategy and Priority for each section of the hydrogen 

backbone. This will be determined through engagement with existing 

and emerging stakeholders across production, storage and demand 

sectors, network modelling, alignment with policy objectives and by 

evaluation of greatest value to the consumer.

Pre- Front End Engineering and Design (pre- FEED) activities, 

examining the viability of repurposing existing methane infrastructure 

assets and options to provide a complete hydrogen backbone 

connecting strategic supply locations.

Hydrogen market enabling activities , including development of 

options for the design of regulatory and commercial frameworks for 

hydrogen infrastructure and ongoing customer and stakeholder 

engagement.

Á Phasing strategy Ēorder and timing

Á Real Options Analysis (ROA) identifying key decision 

points

Á Supply and Demand Scenarios

Á Planning and consenting strategy

Á Appraised set of routing options

Á Asset data collection requirements

Á Constructability assessment

Á Cost Estimates

Á Evidence gathering for policy decisions

Á Regulatory and market framework options

Á Supply chain review

Á Engineering policy review



National Gas Transmission |

ProjectUnion: preFEEDkey technical activities

22

ÁMethane feeder repurposing

ÁNetwork analysis of methane capability network to identify any feeders can be released 

from the network for repurposing

ÁProduction of a Decision Support Tool (DST) to analyse asset data and prioritise which 

available feeders have the best potential to be repurposed to transport Hydrogen

ÁHydrogen backbone design

ÁCreation of minimum viable network for a new build Hydrogen network that links critical 

network anchor points (industrial clusters, storage, interconnectors) to demand centres

ÁRefining routing and inclusion of spurs to incorporate as many emerging hydrogen 

production/demand customers as possible

ÁOverlaying feeders with potential to be repurposed onto the backbone design to 

understand which repurposed sections could avoid new build to support a more timely 

and cost effective solution

ÁEnvironmental appraisal of routing options and development of consenting strategy

ÁHydrogen flow assurance to confirm backbone will provide sufficient capacity



National Gas Transmission |

ProjectUnion: preFEEDkey technical activities

23

ÁDeliverability

ÁCost estimation

ÁConstructability assessments

ÁFEED Stage

ÁDevelopment of FEED scope and FEED costs to enable the further development of 

shortlisted options

ÁUnderstanding on data requirements and a plan for which data needs extracting from 

NG archives, and which information we need to physically collect to build the evidence 

base for repurposing

ÁJustification for progression

ÁProduction of needs cases and Strategic Options Reports for each section and the 

backbone as a whole to support funding requests to enable the progression of the 

project to the next stage
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ProjectUnion: high level plan

24

Delivery is staggered based on current assumptions, this will be updated once phasing strategy is developed.

Hydrogen Market Enabling 

Phasing & Delivery Strategy
Transition Strategy

(UIOLI)

Full backbone FEED

Construction 1 

Construction 2

Current 

reopener 

phase: 

12 months

2 0 2 1 2 0 2 2 2 0 2 3 2 0 2 62 0 2 52 0 2 4 2 0 2 82 0 2 7 2 0 3 02 0 2 9 2 0 3 1

Full 

Backbone  

Pre- FEED

2 0 3 2 2 0 3 3 2 0 3 4

Pre- construction 

2

Construction 3
Pre- construction 

3

Construction 4
Pre- construction 

4

Construction 5
Pre- construction 

5

Construction 6Pre- construction 6

Construction 7

Construction 8

Construction 9

2 0 3 5

Pre- construction 

1

Pre- construction 7

Pre- construction 8

Pre- construction 9



Future Grid
Phase 1 update & Phase 2 overview

Lloyd Mitchell
HuNTSDeblending Manager

25
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A high-pressure hydrogen test facility usingdecommissioned 

transmission assets, to demonstrate the National Transmission 

System (NTS) can transport hydrogen safely and reliably.

Offline hydrogen test facility 

A representative range of NTS 

assets of different types, sizes, and 

material grades have been 

supplied from decommissioned 

assets to build the test facility.

Standalone hydrogen Tests 

Standalone hydrogen test modules 

are operating alongside the main 

test facility, to provide key data 

required to feed into

the main facility.

Four key hydrogen concentrations are being tested:
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FutureGrid@nationalgas.com nationalgas.com/FutureGrid

Phase 1 Facility Facility 

Commissioning

100% Natural 

Gas Testing

2% Hydrogen 

Testing

5% Hydrogen 

Testing

20% Hydrogen 

Testing

100% Hydrogen 

Testing

FutureGrid Testing 

Outputs

Offline hydrogen 

test facility 

Testing Progress

Each hydrogen concentration is being tested in the facility for 4 weeks, operating at seven different flow rates in order to 

rl l­_±l h¢ jt±t¢ ® ®ll  ¢  ±sl ?OMø Osl ¢²±ª²±® q­¢~ ±sl ±l®±t r ¸t}} q¢­~ _ |lº ª_­± ¢q ?_±t¢ _} 4_®Ě ®_ql±º h_®l q¢­ ®_ql}y 

transporting hydrogen in the existing network.

2%
hydrogen in natural gas

The first hydrogen blend that will flow through the 

FutureGrid facility will be 2% mixed with 98% natural 

gas. This is due to the market foreseeing the 

introduction of smaller scale blends while production 

begins to scale up. This creates demand for hydrogen 

produced and enables changes to Gas Safety 

(Management) Regulations, known as GS(M)R, to be 

made which allows blending on the NTS. 

Offline test facility key stats

Facility constructed from 18 inch X60 

pipeline

Range of representative NTS assets 

included

Seven different flow rates: 

3 low and 4 high flow 

Each test is conducted for 4 weeks in 

total
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Phase 1 testing Ē4 week plan

Week 1 Week 4Week 2 Week 3

Daily checks ĒGascoseeker, walkaround + visual inspection

Gas quality 

calibration Hydrogen 

flux reading

High flow test

Å Metering accuracy

Å FCV performance

Å Filter D/P

Å Pressure drop

Low flow test

Å Thermal characteristics

Å Vibration

Å Metering accuracy

Å Regulator performance

F
lo

w
 r

a
te

, 

m
c
m

/d

0

0.36

0.82

1.28

1.76

Slamshut

sensitivity 

check

Regulator/ 

boiler house 

function 

check

Excess gas 

venting

Noise 

measurementFCV function 

check
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Material permeation testing

Pipe coating and CP testing

Flange testing

Asset leak testing

Rupture testing

These tests are seeking to determine the rate at 

which hydrogen permeates through the pipe wall 

in a pressurised hydrogen environment.

This is the assessment of hydrogen impact on 

external pipe coatings as well as the cathodic 

protection system to identify any issues.

These tests will assess the effect of hydrogen on 

RF and RTJ flanged joints.

Hydrogen is more prone to leaking than natural 

gas. These tests will help determine the leakage 

rates and mitigations required.

Investigating overpressures caused by delayed 

ignition of ruptures on a buried line containing 

100% hydrogen.  

Fatigue testing
Hydrogen asset fatigue testing 

ËÎĘ WÎÈ ªtªl ¸t±s Ñ jtqql­l ± 

weld types used twice. Running 

75k cycles ~ 200 years service

FutureGrid@nationalgas.com nationalgas.com/FutureGrid

Standalone hydrogen Tests 

Standalone hydrogen test modules 

will operate alongside the main test 

facility, to provide key data required 

to feed into the main facility.

21,000
pressure cycles 

completed
as of January2024
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FutureGrid safety & risk management

30

Procedure Review

Hazard Assessment of the 

Transmission System (HATS)

Quantitative Risk 

Assessment (QRA)

Hazardous Area Impact

Overpressure Risk (OR)

National Gas Transmission 

(NGT) Safety Case

Categorisation of NG procedures as high, medium, low impact with a 

report detailing the methodology findings and next steps for each.

Assess impact of hydrogen on MAPD.  Provide an updated HATS for 

the NTS pipelines, based on the network transporting hydrogen 

instead of Natural Gas.

Record and update the Hazard Assessment Methodology Manual 

(HAMM) where deviations are required for assets transporting 

Hydrogen. 

Hazardous Area Drawings will be produced for each asset type at 20% 

& 100% hydrogen and compared to existing Natural Gas drawings. 

IGEM also working on SR/25 update for hydrogen.

Identify whether the existing methodology can be adapted for 100% 

hydrogen. If needed, develop an appropriate methodology for risk 

analysis and emergency planning purposes. 

Assess and update the NGGT safety case (policies, procedures and 

work instructions) depending on the impact of hydrogen. 

Review will involve SMEs.

There is a 

fundamental 

difference between 

how natural gas and 

hydrogen behaves. 

We must be able to 

understand the 

impacts of different 

concentrations of 

hydrogen and 

develop our safety 

standards
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Compression

Deblending

Phase 1 Facility

FutureGrid@nationalgas.com nationalgas.com/FutureGrid

A global- first, world - class hydrogen test facility
Demonstrating high-pressure gas transmission assets can transport hydrogen and providing the evidence for the transition.

Refuelling 

Station
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Purification & CompressionEntry & Bulk Separation Refuelling Station

FutureGrid Deblending

Project 

Partners
Lead ELEMENT 2

F
u

tu
re

G
ri
d

 Purification

200kg/day at 98% 

purity for 

industry/combustion

40kg/day at 99.99% 

purity for fuel cell 

applications

Compression

Refuelling 

pump

Buffer 

Storage

Natural gas is recycled

Extractor 2

Extractor 1
60 bar

500 bar

Vehicle
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FutureGrid@nationalgas.com nationalgas.com/FutureGrid

Compression

FutureGrid Compression provides a 

technical demonstration of hydrogen 

compression up to 100% hydrogen and 

will create a strategy for the transition of 

the UK NTS compression fleet to 

hydrogen.



Blending
Commercial Framework

Megan Bray
Senior Market Development Lead

34
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UK Policy

Strategic policy decision (14/12/23)

Government supportive of blending up to 20% hydrogen into distribution networks (decision whether to enable 
blending (change in GS(M)R) will be made once full safety case review and economical analysis is complete. 

Government sees potential strategic role for blending, defined as being:
Ă Offtaker of last resort Ēmanaging risk of hydrogen producers unable to sell sufficient volumes
Ă M±­_±lrth l _g}l­ Ēin absence of initial T&S infrastructure, enabling electrolytic hydrogen producers to support the 
energy system

*}l_­ }t~t±_±t¢ ®ú ėg}l jt r ®s¢²}j ¢ }º gl _ ±­_ ®t±t¢ _} ¢ª±t¢ Ę _ j t± ė~_º ¢ }º s_·l _ }t~t±lj _ j ±l~ª¢­_­º
­¢}l t  r_® jlh_­g¢ t®_±t¢ Ę

Government have advised that they plan to release information on when a decision for blending into the 
transmission system will be made, next year.

35
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Hydrogen Blending into GB Gas Distribution 
Networks: Government Response to Consultation
Intended policy positions for the implementation of hydrogen blending into GB gas 
distribution networks

36

Strategic role

Primary role = support hydrogen 
production growth as:

ĂęOfftaker¢q }_®± ­l®¢­±Ěø >_ _rl 
risk where hydrogen demand is 
insufficient

ĂęM±­_±lrth l _g}l­Ěø  . _g}l 
electrolytic H2 producers to 
support energy system where T&S 
infrastructure is delayed. 

Commercial 
support

Subsidy to be awarded through 
Hydrogen Production Business 
Model

ĂEligibility criteria must be 
consistent with strategic role

ĂBlending will qualify as offtaker
under HPBM after decision to 
enable is made.

Trading 
Arrangements

Arrangements will remain the same 
as natural gas:

ĂShipper can purchase for onward 
sale to end users 

Ă4,?Ě® h_  ª²­hs_®l q¢­ ®s­t |_rl
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Hydrogen Blending into GB Gas Distribution 
Networks: Government Response to Consultation
Intended policy positions for the implementation of hydrogen blending into GB gas 
distribution networks

37

Low Carbon Hydrogen 
Certification Scheme 

Reconsidering initial proposal to  
preclude the onward sale of 
certificates for blending:

ÅMass balance preferred 
approach for LCHCS, however 
blended H2 cannot be traced to 
end user. Therefore final position 
will be reviewed prior to launch 
of certification scheme. 

ÅNot eligible for UK Emissions 
Trading Scheme (double 
counting)

Technical delivery  
model

Blending will be delivered through 
_ ęq­ll ~_­|l±Ě _ªª­¢_hsø 

ÅFurther work required to decide 
how blend capacity will be 
allocated. 

Ăsufficient degree of strategic 
planning for allocation may be 
necessary. 

Billing 
Arrangements

Work within existing arrangements

ÅThis may cap areas of the 
network to ~5%

ÅFBM recommendations are being 
explored through Real Time 
Settlement Methodology, for 
future consideration. 
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EU Policy

38

Still waiting for clarification as to whether interconnectors from/to third countries will be 

allowed to accommodate higher blending thresholds and the process for interconnector 

agreements.

Å The Article 19 Regulation, related to cross-border coordination of gas quality in the natural gas system, limits the 

blended hydrogen content to 2%within the natural gas system for cross-border flows at IPs betweenMS.

Å Up to this threshold, Member States will be able to launch a conciliation mechanism regarding the gas quality and 

restriction to flows.

Å The Article53 Regulationallows the Commission to establisha network codes on interoperability rules onmanaging cross-

border restrictions due to differences in the volume of hydrogen blended in the natural gassystem

Rules 

applicable 

within the 

EU

Flexibility 

for EU- UK 

interco ?

Å Article 52 Regulation indicates that NC and guidelinesapply to entry points from and exit points to third countries from 24 

months from the date of entry into force of this Regulation.

Å Article 79 Directive states that EU TSO and third countries TSO are free to conclude technical agreement on issues 

concerning the operation of interconnectorspipelines, insofar asthose agreements are compatible with Union law and 

relevant decisions of the regulatory authorities of theMember States concerned.

Å Article 82 Directive outlines the procedure to follow in order toamend, extend, adapt, renew or conclude an agreement on 

the operation of a transmission line with a third country



UNC 0849R Commercial Framework Review to Enable Hydrogen Blending 

Review Groups running from June 23 ĒFebruary 24

Interim Report due at February panel including agreed recommended areas where amendments will be necessary 
and identified areas where blending delivery model requires further consideration and approval before final 
legislative changes can be agreed.  

Blending Steer Group (ENA) Ēdeveloping blending implementation roadmap including next phase of work with 
objective of finalising blending delivery model. 

Hydrogen Blending Commercial Framework
- workstreams and next steps  

https://www.gasgovernance.co.uk/0849


Following a commercial framework review the following areas have been identified where 
changes will likely be required:

A decision is required on the appropriate mechanisms for granting connections to the 

network to hydrogen producers and allocating hydrogen capacity.

There may be a need for additional charges for transportation and management of 

hydrogen-blended gas flows.

Bespoke processes for nominating hydrogen or hydrogen-blended gas may be required to 

minimise the risk of curtailments as a result of hydrogen being present in prevailing 

upstream gas-flows, and alternative arrangements or exemptions from imbalance 

hs_­rt r q¢­ sºj­¢rl  ®stªªl­® ±¢ ­lj²hl ­t®| l¹ª¢®²­l _­t®t r q­¢~ ę ¢ q_²}± h²­±_t}~l ±®Ěø
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Changes will likely to be required to system entry conditions which determine the 

characteristics of gas permitted to enter the network and also requirements for 

measurement equipment for monitoring this at system entry points and NTS-LDZ offtakes.

Additional system operational checks and balances, such as increased monitoring of 

hydrogen content within the network. There may be a case for additional provisions to 

facilitate enhanced flows of information between system participants, notably the NTS 

operator and DNOs to give visibility of hydrogen flows entering the LDZs at system 

offtakes.

However, there still remains a significant degree of uncertainty around the physical implementation of 

blending and a final delivery model. Therefore the next phase of work will focus on reviewing and concluding 

on these outstanding areas of uncertainty with the support of industry and Ofgem/ DESNZ before final 

legislative changes are agreed. 

Develop and agree final 

blending delivery model

Conclude final legislative 

changes and complete 

legal drafting 

Begin Formal UNC and 

Licence change process



RIIO- GT3 Incentives
Jonathan Dutton
T3 Team Lead

42
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�,�}�Á���Á���[�Œ����
regulated

As the owner of the National Gas Transmission 

 l±¸¢­| t  4­l_± )­t±_t ù ¸lĚ­l h}_®®lj _® _ 

ę _±²­_} ~¢ ¢ª¢}ºĚø VlĚ­l ­lr²}_±lj gº ±sl 

energy regulator, Ofgem, which simulates the 

effects of competition by setting price controls Ē

a ceiling on the amount we can earn from 

charges to use our network.

Innovation

Outputs

Incentives

Innovation

Incentives

Outputs

Innovation

Outputs

Incentives

Revenues

Constraint on revenue set up front to ensure:

ÅTimely and efficient delivery

ÅNetwork companies remain financeable

ÅTransparency and predictability

ÅBalance costs paid by current and future consumers

Deliver outputs efficiently over time with:
Å Five year control periods

Å Rewards and penalties for output delivery performance

Å Symmetric upfront efficiency incentive rate for all costs

Å Use uncertainty mechanisms where add value for consumers

Technical and commercial innovation encouraged through:
Å Core incentives in price control package

Å Option of giving responsibility for delivery to third parties

Å Innovation stimulus gives support and 'prizes' for innovation, 

building on Low Carbon Networks Fund (LCN) fund

ÅOutputs set out in licence

Å Consumers know what they are paying for

Å Incentives on network companies to deliver

ÅOutputs reflect enhanced engagement with stakeholders

Ahead of each regulatory period, we submit a detailed Business Plan to Ofgem


